1

NEXT ASS‘Y: FINAL ASS’Y:
1. CONNECT ALL CIRCUITS TO PANEL BTRSA UNLESS
NOTED OTHERWISE.
2. SEE DRAWINGS E2.10.44 AND E2.10.45 FOR 480VAC
MECHANICAL EQUIPMENT AND FEEDER SIZES UNLESS NOTED OTHERWISE.
3. MOTORS ARE PROVIDED WITH MECHANICAL EQUIPMENT
H AND ARE SHOWN FOR CLARITY ONLY.
N0O1 SEE DRAWING E8.10.40 FOR ENLARGED PLAN OF THE
ELECTRIC ROOM.
N0O3 CONNECT ALL CIRCUITS FOR FAN POWERED HOT WATER
TERMINAL UNITS TO PANEL BIRSA. (TYP. 4)
| N0O4 CONNECT ALL CIRCUITS FOR HOT WATER CABINET HEATERS TO PANEL B1RSA.
NOO5]  CONNECT 120VAC, 20A, 1 PH CIRCUIT FOR FIRE ALARM CONTROL
PANEL TO PANEL B1ESA. (FACP PROVIDED BY OTHERS)
MOUNT EMERGENCY GENERATOR REMOTE STATUS PANEL. INSTALL 3/4” C, (12) #14
TO GENERATOR CONTROL PANEL AND CONNECT PER MANUFACTURER’S INSTRUCTIONS.
(STATUS PANEL PROVIDED WITH GENERATOR.)
N0O7 MOUNT EMERGENCY GENERATOR REMOTE START CONTROL. INSTALL 3/4" C, (12) #14
FROM CONTROL TO AUTOMATIC TRANSFER SWITCH IN GENERATOR ROOM AND CONNECT
PER MANUFACTURER’S INSTRUCTIONS. PANEL PROVIDED WITH GENERATOR.)
N008 NOT USED.
MOUNT ELEVATOR REMOTE STATUS INDICATOR PANEL. INSTALL 3/4" C WITH PULL
STRING FROM THIS PANEL TO EACH ELEVATOR EQUIPMENT ROOM.
(PANEL PROVIDED BY VENDOR.)
PROVIDE ROUGH IN J—-BOX FOR ELEVATOR EQUIPMENT POWER SHUT—OFF CONTROLS.
INSTALL 3/4" C WITH PULL STRING FROM THIS J-BOX TO EACH ELEVATOR
EQUIPMENT ROOM. (CONTROLS PROVIDED BY ELEVATOR VENDOR.)
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